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T RG1 - Controller EKR-K KN3 NIS
K V1,VvV2 - Triacs
AT - Thermostat with automatic reset
i 1g MT - Thermostat with manual reset
I::I ..... HE - Heating elements
J K1, K2 - Internal contactor
S - User side circuit breakers
L T, Jd - User Control switches
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